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Overview

The Unit 1 boiler performance tests were conducted from January 26
through February 12, 1987. The purpose of the tests was to verify various
boiler performance guarantees, including efficiency, air heater leakage, and
fluid-side pressure drops. In addition, boiler-component absorptions and
heat transfer coefficients were calculated. The data collected and calculated
may also serve as base-line performance data for future reference.

This is a technical report that primarily addresses an evaluation of the
functional performance of the unit, including an analysis of the efficiency-
test results. An overall summary of the guarantees is given below:

Measured ¯Top Level Mill Out
¯3rd Level Mill Out
¯2nd Level Mill Out
¯Low Level Mill Out

2

Guarantee

Contributing Factors

Potential Solutions

88.20
88.49
88.30

88.57

¯ Air Heater Performance1 (.36)
¯ Economizer Exit Temp ( . 18)
¯ Low Slagging Coal2/Low FEGT
High Excess Air (Upper Mills Out) (.35)

¯ Improve Air Heater Performance
(complete punch list & review
performance data with APCo)

¯ Reduce Excess Air with
Upper Mills Out (see Steam Temp below)

¯ Add Economizer Sootblowers

Prior to the test, Air Preheater Company had advised that their
equipment was not ready for testing.

Unit designed to accomodate a range of specified coals
(low to high slagging)
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Unit Efficiency

A total of six tests were conducted at the guaranteed full load condition
of 6,100 Mlbs/hr main steam flow. The test conducted with "A" mil~ out of
service has been divided into two tests (6A and 7A) due to a significant
change in primary air damper position in the middle of the four hour test
period. The last three tests conducted (IOA, IIA, and 12A) showed low values
of secondary air heater leakage compared to earlier tests. A review of all
the data indicates that the most suspect readings were those obtained at the
West side bag house inlet. These 02 readings dropped off significantly
compared to earlier tests, while all other grids remained relatively the same.
The analyzer and orsat at this location agreed, which leads to the conclusion
that the grid must not have been bubbling properly. By making the assumption
that the East side bag house 02 reading was representative of the true bag
house inlet conditions, the results look much more reasonable. The impact on
calculated efficiency is on the order of .I percent. Table II shows the
efficiency for all of the full load tests corrected to contract conditions,
and the efficiency for the last three tests making the above assumption.

-Test No.       --~4A      5A       6A       7A       10A IIA 12A

Efficiency 88.92 88.87 88.93 88.89 88.98 89.09 89.07

Efficiency (assuming West bag house O2-East) 88.94    89.00    88.98

TABLE II - EFFICIENCY SUMMARY

The guaranteed efficiency of 88.57 percent was exceeded for all test
conditions. The average efficiency for all of the tests conducted was 88.93
percent. Appendix B contains a summary of the unit efficiency calculations
for all tests conducted. A summary of the total unit output calculations is
contained in Appendix C. The calculations for unburned carbon used in the
efficiency calculations are shown in Appendix G, with the average fuel
analysis listing.

Superheat and Reheat Outlet Temperatures

Tests were conducted with several pulverizer configurations to verify
that superheat temperature could be maintained at 1005 degrees F. Tests were
also conducted at 75 and 50 percent load to verify that reheat temperature
could be maintained at 1005 degrees F over the guaranteed load range. The 50
percent load test was conducted with a main steam flow of 3,100 Mlbs/hr, which
was well below the guaranteed flow of 3,965 Mlbs/hr. Table III shows the
superheat and reheat temperatures obtained for each test, along with the
corresponding spray quantities. The data demonstrates the units’ ability to
meet the temperature guarantees of 1005 degrees F +/- i0 degrees F for
virtually all operating conditions.
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flow to the pulverizers, hot and cold primary air temperatures, and mill inlet
temperatures. Using thiscalculated primary air flow and the primary air
heater gas side data, the gas flow through the primary air heater was
calculated by heat~balnce. The gas flow entering the secondary air heaters
was then calculated by the difference between total gas mass flow Xeaving the
economizer and gas flow entering the primary air heaters.

The secondary air heater leakage was-calculated by the difference between
torsi air heater leakage as calculated above and primary air heater leakage as
calculated from the primary air heater gas inlet and outlet data and gas mass
flow entering the primary air heater from above. Knowing the secondary air
heater leakage, gas temperature leaving the primary air heater, average gas
temperatur~e leaving all air heaters, and the gas mass flows, it is possible to
calculate the average gas temperature leaving the secondary air heaters. A
detailed description of this calculation procedure and calculations are
contained in Appendix H.

For the efficiency calculations, the total air flow was calculated
stoichiometrically assuming a setting infiltration of two (2) percent.
Secondary air flow is the difference between total air flow and measured
primary air flow entering the pulverizers. The primary/secondary air flow
split is needed to determine the average air temperature entering the unit,
and is not a critical value.

__ Th~_.temperature measurements at the bag house inlet were erratic
throughout the.test period due to static electricity generated by the flue
gas. This only occurred at the bag house inlet because the thermocouples
installed were not sheathed, and were therefore not grounded. In order to
obtain good data, a routine was developed to check each individual
thermocouple and eliminate those values which were considered unacceptable.
listing- of each bag house inlet thermocouple, for all tests conducted, is
contained in Appendix Io Points that are marked with an asterisk, or that
have a value of zero, were eliminated from the bag house inlet temperature
averages.

A

TEST RESULT.S

The resuits of the tests will be discussed in the order they appear in
the overview. Appendix A contains a listing of all test data obtained during
the test period. The nine tests conducted were numbered in the following
manner:

TEST No. DESCRIPTION

4A
5A
6A
7A
8A
9A

10A
IIA
12A

Full load - top rear mill out of service (D mill)
Full load - top front mill out of service (E mill)
Full load - 3rd row front mill out of service (A mill)
Full load - A mill off after PA damper position change
75 % load - 4,400 Mlbs/hr steam flow (mills A,B,H off)
50 % load - 3,100 Mlbs/hr steam flow (mills A,B,C,H off)
Full load - 2nd row front mill out of service (F mill)
Full load - lower rear mill out of service (G mill)
Full load - 3rd row rear mill out of service (H mill)

JDR-060288 -5-

IP7 001571



-~!."-, rO c_b © 6oo

IP7 001572



iP7_001573



ENGINEER~

TODD M. SOMMER
Manager, Midwestern Operations

1535 North M=~in
Orrville, Ohio 44667
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